
BY
Installations- und Betriebsanleitung

Servicehandbuch
Modell: WQ(D), WQK, WVS(D), WQ-QG

Vor der Inbetriebnahme sicherstellen, dass die Pumpe geerdet ist.

Prüfen, ob der Fehlerstromschutzschalter ordnungsgemäß angebracht ist.

Die elektrische Pumpe nicht berühren, während sie in Betrieb ist.

Die elektrische Pumpe nicht ohne Wasser betreiben.

Warnung
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1.4 Anschlussplan der Pumpe

In den folgenden Abbildungen wird die interne Verkabelung der elektrischen Pumpen dargestellt.

Bei der Verdrahtung der elektrischen Pumpe muss ein Fehlerstromschutzschalter installiert werden und der gelb-grüne 
Draht mit Erdungskennzeichnung im abgehenden Kabel muss sicher geerdet werden. Bei elektrischen Pumpen, die bei 
Lieferung mit Stecker ausgestattet sind, muss die passende Steckschalttafel sicher geerdet werden. Für alle elektrischen 
Pumpen ist anhand des Stroms oder der Leistung eine geeignete Überlastschutzvorrichtung zu wählen. Die Verdrahtung 
von elektrischen Pumpen kann gemäß der untenstehenden Abbildung erfolgen.
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Anhang

Schmutzwassertauchpumpe WQ(D)

7. Anhang
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Anhang
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Anhang

Abwassertauchpumpe WQ(D)-L
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Anhang
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Anhang
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BY
Installation and operation instructions

Service Manual
Model: WQ(D), WQK, WVS(D), WQ-QG

Make sure the electric pump is grounded before operation

Check if leakage protection device is reliably equipped

Do not touch the electric pump while it is running

Do not run electric pump without water

Warning
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Appendix

WQ(D) Submersible Pump For Dirty Water

7. Appendix


























































